
Stage 1 GCC-CRB Load Shed
Shutdown all systems in the two rearmost (west side) rows 

except for racks 3011, 3007, 3006, and 3002



Stage 2 GCC-CRB Load Shed
Complete cooling failure - shutdown all systems in the room


