Notification Procedure for Computer Room Electrical       6/24/05
This procedure is to be used by members of CD/OPS for sending notifications to computer support personnel in cases of high FCC building electrical usage, i.e., > 1750 amps on the main switch panel in the FCC1E electrical room. (Parentheses show call center responses.)

1. Call Help Desk at 630-840-2345

2. Press 5

3. (Your call is transferring to our off site answering service)
(This is the Fermilab Computing Division answering service)

(Are you the Computing Room Building Manager?)

YES

4. (What is your Fermilab ID number?)  ID __________
(What is the issue you are reporting?)
Load shed invoked. Systems will be powered down at ______.



-or-

Load shed cleared. Systems may be powered up.

