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STK Entry
 

-         Remove key for STK from 9311 Nearline Cabinet.
-         Insert key into 9310 door.
-         Open door and remove key. 
-         Internal STK green, lighted sign should read that it is safe for entry.  If it does not read this, DO NOT

ENTER.  If troubleshooting does not work, contact STK vendor before an entry can be made.
-         Individual entering STK has to have possession of key at all times.
-        

Before entering robot, the STK fire suppression must be disconnected to prevent accidental discharge.
-         Call x3414 to notify of the fire suppression disconnect.
-        

Key to disconnect fire suppression is in the lock, next to the fire panel (mezzanine) or inside the fire
panel (FCC2).

-         Turn key “off” position to disconnect fire suppression.  Individual entering STK has to have
possession of key at all times.

-         Sign and date “Caution” tag.  Hang on panel.
-         After project is complete, close STK door, lock it, and return key to 9311 cabinet.
-         Remember to activate the fire suppression panel by turning key to “on” position.
-         Call x3414 to notify of the fire suppression reconnect.


